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 C 000 Initial Comments  C 000

Report of Biennial Construction Survey by Frank 
Strickland on 06/25/2015:

This home was first licensed on 09/09/1981. The 
facility is currently licensed for Six (6) 
all-ambulatory residents (able to evacuate and 
respond without any physical or verbal assistance 
during a fire or other emergency). Based on this 
information we surveyed the facility for 
conformance with the 1977 Family Care Homes 
Minimum and Desired Standards and 
Regulations, the applicable portions of the 1984 
Minimum Standards and Regulations for Family 
Care Homes, the applicable portions of the 2005 
Rules (10A NCAC 13G) for Family Care Homes 
and the 1978 Edition (w/amendments) of the 
North Carolina State Building Code, Section 
409.1(g) - Residential Care Facilities.

Deficiencies were cited and a Plan of Correcton is 
required.

 

 C 174 Building Equipment Maintained Safe, Operating

SECTION .0300 - THE BUILDING
10A NCAC 13G .0317 BUILDING SERVICE 
EQUIPMENT
(a)   The building and all fire safety, electrical, 
mechanical, and plumbing equipment in a family 
care home shall be maintained in a safe and 
operating condition.
(j)   This Rule shall apply to new and existing 
family care homes.

This Rule  is not met as evidenced by:

 C 174

1-Based on observation, the facility had a water 
heater installed that was not in accordance with 
the North Carolina Plumbing Code. This could 
cause personal injury.
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 C 174Continued From page 1 C 174

Findings on 06/25/2015
The water heater temperature relief valve piping 
does not terminate not more than 6 inches above 
the finish floor.
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